
TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623001
HB9

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 07:30 AM
07/01/2020 04:30 PM
CLIENT

SO. Town Highway Dept.Location
HB9Point

Jackson Ave.

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.42 N3 1 mg/L 07/01/2020 7:30 AM 001 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 001 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 001 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623002
HB27

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 07:45 AM
07/01/2020 04:30 PM
CLIENT

Suffolk Cty. Hwy. Dept.Location
HB27Point

North Hwy.

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.85 N3 1 mg/L 07/01/2020 7:45 AM 002 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 002 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 002 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623003
HB2

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 08:00 AM
07/01/2020 04:30 PM
CLIENT

R. LoetscherLocation
HB2Point

Wakeman Rd.

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.84 N3 1 mg/L 07/01/2020 8:00 AM 003 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 003 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 003 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623004
HB3

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 08:15 AM
07/01/2020 04:30 PM
CLIENT

U.S.C.G.Location
HB3Point

Foster Ave.

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrate as N 3.5 10 mg/L 07/01/2020 11:47 004 BP4U1/110
Nitrate-Nitrite (as N) 3.5 10 mg/L 07/01/2020 11:47 004 BP4U1/1

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrite as N <0.050 1 mg/L 07/01/2020 9:48 PM 004 BP4U1/11

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.40 N3 1 mg/L 07/01/2020 8:15 AM 004 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 004 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 004 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623005
HB4

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 08:35 AM
07/01/2020 04:30 PM
CLIENT

H.B. Elem SchoolLocation
HB4Point

Ponquogue Ave.

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.57 N3 1 mg/L 07/01/2020 8:35 AM 005 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 005 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 005 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623006
HB5

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 08:50 AM
07/01/2020 04:30 PM
CLIENT

H.B. High SchoolLocation
HB5Point

Argonne Rd.

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.49 N3 1 mg/L 07/01/2020 8:50 AM 006 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 006 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 006 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack

page 6 of 15



TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623007
HB6

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 09:15 AM
07/01/2020 04:30 PM
CLIENT

Strong OilLocation
HB6Point

Montauk Hwy. East

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.78 N3 1 mg/L 07/01/2020 9:15 AM 007 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 007 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 007 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623008
HB7

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 09:30 AM
07/01/2020 04:30 PM
CLIENT

SO. Town Parks & Rec.Location
HB7Point

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.84 N3 1 mg/L 07/01/2020 9:30 AM 008 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 008 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 008 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623009
HB8

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 09:45 AM
07/01/2020 04:30 PM
CLIENT

B. McCormackLocation
HB8Point

Bittersweet Ave.

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrate as N 3.3 10 mg/L 07/01/2020 11:58 009 BP4U1/110
Nitrate-Nitrite (as N) 3.3 10 mg/L 07/01/2020 11:58 009 BP4U1/1

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrite as N <0.050 1 mg/L 07/01/2020 9:50 PM 009 BP4U1/11

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.98 N3 1 mg/L 07/01/2020 9:45 AM 009 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 009 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 009 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack

page 9 of 15



TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623010
HB10

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 10:20 AM
07/01/2020 04:30 PM
CLIENT

Pete's DeliLocation
HB10Point

Montauk Hwy. West

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.59 N3 1 mg/L 07/01/2020 10:20 010 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 010 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 010 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack

page 10 of 15



TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Distribution
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70136623011
HB11

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Supt. McCuen
Federal ID :
Collected :
Received :
Collected By

5103704
07/01/2020 10:00 AM
07/01/2020 04:30 PM
CLIENT

Riverhead Building SupplyLocation
HB11Point

Montauk Hwy. West

Analytical Method:Field Method

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Field Residual Chlorine 0.65 N3 1 mg/L 07/01/2020 10:30 011 SP5T1/14

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/01/2020 6:22 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/02/2020 12:22 011 SP5T1/1Absent
Total Coliforms Absent 1 07/02/2020 12:22 011 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Kimberley Mack
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WorkOrder :
70136623

TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158
Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

Date Reported: 07/08/2020 page 12 of 15



WorkOrder :
70136623

TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Qualifiers

www.pacelabs.com

N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.
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